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KEYED NOTES:
(1) PROVIDE ALL EXTERIOR PIPE WITH 3" URETHANE INSULATED WITH ALUMINUM JACKET.
COORDINATE HEAT TRACE WITH ELECTRICAL TRADE.
(2) REMOVE AND REINSTALL ACOUSTIC CEILING TILES.
(3) PROVIDE SELF REGULATING HEAT TRACE FREEZE PROTECTION SYSTEM. INCLUDE 120V/1P WORK AREA —
POWER TO NEAREST AVAILABLE SOURCE.
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